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10330 HARDIN VALLEY ROAD

SUITE 201

OFFICE: 865.690.6419
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07100-0125-94
I-75

(UTILITY)
CAMPBELL CO.

UTILITY 2014 BR-I-75-3(155)INSTRUMENT

NORTH
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SCALE:  1" = 50'
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ISSUED FOR TDOT A-DATE REVIEW
REV A - 12/12/2014:

UTILITIES

LAFOLLETE

PLASTIC

CMP CMP
CMP

INV-1742.85

1319.88'

N 43° 58' 3" W

614
.71
'

N 5
9° 

54'
 46

" W

1319.88'

N 43° 58' 3" W

635.69'

N 24° 40' 38" W

24' ASP.

24' ASP.

15'
 ASP.

14' ASP.

I-75 SOUTHBOUND

I-75 NORTHBOUND

I-7
5 S

B E
NTRANCE R

AMP

I-75 NB EXIT RAMP

PRESENT & PROP. R.O.W.

PRESENT & P
ROP. 

R.O.W.

PRESENT & PROP. R.O.W.

PRESENT & PROP. R.O.W.

ERSHELL COLLINS RD. 18'ASP.

WTL-1
100 105 110

c

I-75

RAMP A

RAMP D

50
55

c c

c
A

80

85

c c

c

A

G
T
.
 

E
L
.
 
1
7
4
8
.
9
4

O
U

T
.

E
L
.
 
1
7
4
5
.

9
8

CUT

CUT

STA. 109+22\

TYPE 38

EX. LIGHT POLE

250'

250'

110'

112'

CONDUIT

DIRECT BURY 

PROPOSED 1-1/2" 

CONDUIT

DIRECT BURY 

PROPOSED 1-1/2" 

DIRECT BURY CONDUIT

ABANDON EXISTING 1-1/2" 

NOTES:

1.

CABLE TO MATCH EXISTING.

SPLICE NEW 3-#6CU 600V SECONDARY

CONDUIT WITH PROPOSED PULLBOX. 

EXISTING 1-1/2" DIRECT BURY 

OF EXISTING LIGHT POLE. INTERCEPT 

PLACE PROPOSED HANDHOLE AT BASE 

LOC. 2

2.

3.

EXISTING.

SECONDARY CABLE TO MATCH

NEW #3-6CU 600V 

PROPOSED PULLBOX. SPLICE 

DIRECT BURY CONDUIT WITH 

INTERCEPT EXISTING 1-1/2" 

LOC. 1

EXISTING.

SECONDARY CABLE TO MATCH 

NEW 3-#6CU 600V 

PROPOSED PULLBOX. SPLICE

DIRECT BURY CONDUIT WITH 

INTERCEPT EXISTING 1-1/2" 

LOC. 3 EXISTING.

SECONDARY CABLE TO MATCH

NEW 3-#6 CU 600V 

PROPOSED PULLBOX. SPLICE 

DIRECT BURY CONDUIT WITH 

INTERCEPT EXISTING 1-1/2" 

LOC. 4

MODEL #PTA132418, OR APPROVED EQUAL. 

PULLBOXES TO BE TDOT APPROVED, TRAFFIC RATED SUCH AS HIGHLINE

SUBJECT TO APPROVAL BY LUB INSPECTOR. 

USE WEATHERPROOF SPLICES ON ALL WIRE CONNECTIONS. ALL SPLICES 

NECCESSARY TO MAINTAIN 24" OF COVER BENEATH FINAL GRADE. 

INSTALLATION OF ELECTRICAL CONDUIT SHALL TAKE PLACE ONLY WHERE 

ROADWAY CONTRACTOR PRIOR TO CONSTRUCTION. ABANDONMENT AND 

CONTRACTOR TO VERIFY DEPTH OF EXISTING CONDUIT AND COORDINATE WITH 
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COORDINATES ARE NAD/83(1995),

ARE DATUM ADJUSTED BY THE

FACTOR OF 1.00009 AND TIED TO

THE TGRN. ALL ELEVATIONS ARE

REFERENCED TO THE NAVD 1988.
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10330 HARDIN VALLEY ROAD
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OFFICE: 865.690.6419

FAX: 865.690.6448

07100-0125-94
I-75

(UTILITY)
CAMPBELL CO.

UTILITY 2014 BR-I-75-3(155)INSTRUMENT
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SCALE:  1" = 50'
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ISSUED FOR TDOT A-DATE REVIEW
REV A - 12/12/2014:

UTILITIES

LAFOLLETE
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G
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.

W.V.

PVC

W.V.
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L

A
S
T
I
C

W.V.

W
.V
.P

V
C

END OF LINE

W.M.2

TEL. 
PED.

CMP

CMP

CMP

2

CMP

CMP

CMP

PVCS
.V
.

P
V

C
D
I

P

PVC

DIP

W.V. PVC

PVC

W.V.

OLD KENTUCKY RD. GR.

FOR DIRECTION ONLY.
*PIPE OUTLET NOT FOUND.

D
I

P

CMP

CMP

1302.54'

N 44° 24' 26" W

1002.50'

N 43° 58' 3" W

627.60'

N 28° 1' 30" W

P
R

E
S

E
N

T
 

R
O

W

14' ASP.

14'
 ASP.

CARYVILLE CITY LIMITS

CARYVILLE CITY LIMITS

I-7
5 NB E

NTRANCE R
AMP

I-75 NB EXIT RAMP

I-75 SB EXIT RAMP

PRESENT & PROP. R.O.W.

PRESENT & PROP. R.O.W.

S
T

R
-
5

WTL-1

115 120

1
5

cc

c
A

c

I-75
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P
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E
R

S
 

R
D

RAMP B

RAMP C

c

60

65

c

c

c

A

c

c 75c

c

c

A

c

c

FILL

FILL

FILL
FILL
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T

STA. 117+00\

TYPE 38
EX. LIGHT POLE

TO COMM. POLE

CONNECTED

ELECTRIC NOT 

C

C

C

C

C

#
2
 
TX

(2) #2 TX

SHT U2-4.

24" MIN. COVER. SEE NOTE 1,

FINISHED GRADE PROVIDES 

CONTRACTOR TO ENSURE THAT 
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